Valve box & riser.
(See Std. 877)

Tapping Sleeve
or Flanged Tee

Gate valve
(See Std. 877)

P.V.C. or D.I. pipe

Concrete thrust block
(See Std. 854)

Redwood blocking
as required

Concrete pier

SECTION

Flange x flange valves
with flanged x pipe adapters

All flanged tee or SS tapping saddle

Concrete thrust
block (See Std. 854)

PLAN

UNIVERSITY OF
CALIFORNIA, DAVIS

TEE CONNECTION
INTO EXISTING MAIN

SCALE: NONE DATE: Mar. 2003
OWN: LSP APPROVED
CHK: FILE NO.
STD.-878