1. PROVIDE 2 SUPPORTS PER CONDENSATE COOLER.
2. ALL STEEL COMPONENTS SHALL BE HOT DIPPED GALVANIZED AFTER FABRICATION.

CONDENSATE COOLER SUPPORT

NOTES:

1. WELD-O-LET.
2. 3/4" BALL VALVE.
3. 3/8" BALL VALVE.
4. UNION.
5. Y STRAINER.
6. 3/8" PLUG.
7. 3/4" STEAM TRAP.
8. 3/4" SWING CHECK.
9. PIPE REDUCER.
10. 0-500°F DIAL STEM THERMOMETER.
11. 3/4" IPS CROSS.
12. TUBE PULL CLEARANCE
13. 3/4" PLUG.
14. 1/2" BALL VALVE