TYPICAL MANHOLE

SECTION A

- Ground & Bond all non-current-carrying conductors to ground and near wall.
- Cable shall be fully looped (360°) in manhole & secured to cable rack.
- Pulling iron ID on each wall.

UNIVERSITY OF CALIFORNIA, DAVIS
MANHOLE AND CABLE RACK SECTION

REVISION: 2
SCALE: NONE
DATE: JULY 2011

BILL OF MATERIALS
1. Cable Rack Hot Dip Galvanized
2. Insulator Nuts & Support, 6"
3. Hook Type Insulator
4. Pulling Iron 7/8" Galvanized
5. Slit for 7/8" Bolt and Cage Anchor
6. 3/4" Reinforced Wall at 1500 PSI