NOTES:

1. GAS RISER (ANODELESS RISER ON PLASTIC SERVICE LINES)

2. 3/4” BYPASS VALVE (LUBRICATED PLUG VALVE)

3. SHUT-OFF VALVE (LUBRICATED PLUG VALVE)

4. TEST PORT (1/4” NPT VALVE WITH PLUG)

5. DIELECTRIC UNION

6. GAS PRESSURE REGULATOR (REFER TO DIVISION 33 FOR SPECIFICATIONS)

7. DIAPHRAGM METER (REFER TO DIVISION 33 FOR SPECIFICATIONS)

8. SEISMIC SHUT-OFF VALVE (REFER TO DIVISION 33 FOR SPECIFICATIONS)

9. BYPASS VALVE (MATCH LOW PRESSURE PIPE SIZE)